GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 1 of 9
City of L.eeds Report Date:  11/26/2019
City of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time: 17:12
Leeds, AL 35084
Attention: Mr. Brad Watson
Control No :  1911-00129  Sample # 001 Sample Date: 11/07/2019
Sampler : DB Sample Time: 15:39
Sample ID:  LC-MP-1
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.63 Su DB 11/07/2019  15:39  150.1 (1
Turbidity, Nephelomelric 618, NTU DB 11/07/2019  15:39 180,14
Conductance, Sp. {field) 423 umhos DB 11/07/2018  15:39 1201 (1)
Nitrogen, Ammonia <0.1 mgil. TLB 11/08/2019  18:31 350.2 4}
Color, APHA <10. PCU CFS 11/08/2019  12:45 110.2
Hardness, Total 204, mgfL DRH 11/14/2019  10:00 2007
Calcium 70.3 mg/L DRH 1114/2018  10:00 200.7 )
Magnesium 6.85 mga/L DRH 11/14/2019  10:.00 200.7 (1
Potassium 1.83 mg/L DRH 11/25/2019 12:00 200.7 {1

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20", and 22™ Ediion, 2012

Test Methods for Evaliating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 ASTM Annual Standards

Code of Federal Regulations, Tkie 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EPA-800/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4™ Edition, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35004 Fax (205) 699-3882
Page 2 0f 6
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time: 17:12
Leeds, AL 35094
Altention: Mr. Brad Watson
Control No:  1911-00129  Sample # 002 Sample Date: 11/07/2019
Sampler : DB Sample Time: 15:42
Sample ID:  LC-MP-2
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.93 SuU DB 11/07/2019 15:42 1501 (1)
Turbidity, Nephelometric 596, NTU DB 11/07/2019  15:42 180.1
Conductance, Sp. (field) 408 umhos DB 110772019 15:42 120.1 (1)
Nitrogen, Ammonia <0.1 mg/L TLB 11/08/2019  18:31 350.2 (1)
Color, APHA <10. PCU CFS 11/08/2019 12:45 110.2
Hardness, Total 194. mofl. DRH 11/14/2019  10:00 200.7
Calcium 66.6 mg/L DRH 111142019 10:00 200.7 (1)
Magnesium 6.84 mg/L DRH 1114/2019  10:00 200.7 (1)
Potassium 1.81 mg/L DRH 11/25/2019 12:00 200.7 ()

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysks of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 16", 20, and 22™ Edtion, 2012
Test Methods for Evaliating Solid Wasles Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 AST™ Annual Standards
Code of Federal Regulations, Tkle 40, Part 136, Appendix A, Revised July 1985
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Araytical Methods, 4™ Ediion, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.0O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 30f 9
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time: 17:12
Leeds, AL 35004
Attention: Mr. Brad Watson
Control No: 191100120  Sample # 003 Sample Date: 11/07/2019
Sampler : DB Sample Time: 15:49
Sample ID:  LC-MP-3
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.93 suU DB 11/07/2019  15:49  150.1 (1)
Turbidity, Nephelometric 322, NTU DB 11/07/2019  15:49 180.1
Conductance, Sp. (field) 384. umhos DB 11/07/2019 15148 120.1 (1)
Nitrogen, Ammonia <0.1 mg/L TLB 11/08/2019  18:31 350.2 (1)
Color, APHA <10. PCU CFS 11/08/2018  12:45 1102
Hardness, Total 200. mg/l. DRH 11/14/2019  10:00 200.7
Calcium 69.0 mg/L DRH 111472018 10:00 200.7 (1)
Magnesium 6.85 mg/L DRH 11/14/2019  10:00 200.7 (1)
Potassium 1.90 mg/L DRH 11/25/2019  12:00 200.7 (1)

This Certificate is Continued On Next Page.

METHOD REFERENCES

Methods for Chemical Analysks of Water and Wastes, EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20™ and 22™ Edition, 2012

Test Methods for Evaliating Solid Wastes Physical Chemical Method SW-846, 37 Edition, Updated IV December 1996
1987 ASTM Annual Standards

Code of Federal Regulations, Title 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-8&039, Ravised Juy 1991, August 1995

NIOSH Manisal of Anaylical Methods, 4™ Edkion, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 4 of 9
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time: 17:12
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No: 1911-00129  Sample # 004 Sample Date: 11/07/2019
Sampler ; DB Sample Time: 16:21
Sample ID: LC-SS-6
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.88 su DB 11/07/2019  16:21 150.1 {1)
Turbidity, Nephelometric 346. NTU DB 11/07/2019 16:21 180.1
Conductance, Sp. (field) 218. umhos DB 11/07/2019  16:21  120.1 (1
Nitrogen, Ammonia <0.1 mgfl. TLB 11/08/2019  18:3t 350.2 (1)
Colar, APHA <10. PCU CFS 11/08/2019  12:45 110.2
Hardness, Total 197. - mgiL DRH 11/14/201¢  10:00 200.7
Calcium 67.9 mg/L DRH 11/14/2019  10:00 200.7 1)
Magnesium 6.61 mg/L DRH 11/14/2019  10:00 2007 (1)
Potassium 2.10 mg/L DRH 11/26/2019 12:00 200.7 (M

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-800/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18" 19% 20" and 22™ Edition, 2012

Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 ASTM Annual Standards

Code of Federal Regulations, Ttle 40, Part 136, Apperxlix A, Revised July 1995
Methods for the Determnation of Organic Compounds in Drinking Waler, EPA-800/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4™ Edttion, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 5 of 9
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date:  11/07/2019
1040 Park Drive Receive Time: 17:12
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  1911-00129  Sample # 005 Sample Date: 11/07/2019
Sampler : DB Sample Time: 16:29
Sample ID: LC-SS-7
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 8.1 suU DB 11/07/12019  16:29 150.1 "
Turbidity, Nephelometric 2.82 NTU DB 11/07/2019  16:29 180.1
Conductance, Sp. {field) 214, umhos DB 1107/2019  16:29  120.1 (H)
Nitrogen, Ammonia <0.1 mg/L TLB 11/08/2019  18:31 350.2 (1)
Cotor, APHA <10. PCU CFSs 11/08/2019 12:45 110.2
Hardness, Total 181, mg/L DRH 11/14/2018  10:00 200.7
Calcium 63.0 mgfL DRH 11/14/2019  10:00 200.7 Q)]
Magnesium 5.74 mg/l. DRH 11/14/2018  10:00 200.7 (1)
Potassium 2.32 mg/L DRH 11/25/2018  12:00 200.7 (1)

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemicat Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20", and 22™ Edition, 2012
Test Methods for Evaluating Solid Wastes Physizal Chemical Method SW-846, 3" Edition, Updated IV December 1596
1987 ASTM Annual Standards
Code of Federal Regulations, Title40, Part 136, Appendix A, Revised July 1985
Methods for the Determination of Organic Compounds in Diinking Water, EPA-600/4-88/039, Revised July 1991, August 1935

NIOSH Manuat of Amaytical Methods, 4" Ediion, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205)699-6647
P.O. Box 180 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 6 of 9
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date:  11/07/2019
1040 Park Drive Receive Time: 17:12

Leeds, AL 35094
Attention: Mr. Brad Watson

ControlNo:  1911-00129  Sample # 006 Sample Date: 11/07/2019

Sampler : DB Sample Time: 16:39
Sample ID:  LC-5S5-9

Laboratory Certificate

PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 8.05 SuU DB 11/07/2019 16:39 150.1 {1)
Turbidity, Nephelometric 3.67 NTU DB 11/07/2019  16:39 180.1

Conductance, Sp. (field) 218, umhos bB 11/07/2019  16:39 120.1 (1)
Nitrogen, Ammonia <0.1 mg/L LB 11/08/2019  18:31 350.2 (1
Color, APHA <10, PCU CFS 11/08/2019  12:45 110.2

Hardness, Total 185. mg/L DRH 11/14/2019  10:00 200.7

Calcium 64.6 mgfl DRH 11/14/2019  10:00 200.7 (1)
Magnesium 5.69 mg/L DRH 11/14/2019  10:00 200.7 (1
Potassium 1.84 mgiL DRH 11/25/2019  12:00 200.7 (1)

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wasles. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Melhods for the Examination of Water and Waste Water, 18", 197, 20", and 22™ Edition, 2012
Test Methods for Evakiating Solid Wastes Physical Chemical Method SW-846, 3% Edition, Updated IV December 1996
1987 ASTM Annual Standards
Code of Federal Regulations, Tile 40, Part 136, Apnendix A, Revised July 1995
Methods for the Determination of Crganic Compounds in Drinking Water, EP A-600/4-88/039, Revised July 1991, August 1995

NIOSH Manual of Anaytical Methods, 47 Edition, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax {205) 699-3882
Page 7 of 9
City of Leeds Report Date:  11/26/2019
Cily of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time: 1712
l.eeds, AL 35094
_ Attention; Mr. Brad Watson
ControlNo:  1911-00120  Sample # 007 Sample Date: 11/07/2019
Sampler : DB Sample Time: 16:44
Sample ID:  LC-88-10
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 8.09 Su DB 11/07/2019  16:44  150.1 (1)
Turbidity, Nephelometric 3.72 NTU DB 11/07/2019 16:44 180.1
Conductance, Sp. (field) 383. umhas DB 11/07/2019 16:44 1201 (1)
Nitrogen, Ammonia <0.1 mgfL TLB 11/08/2019  18:31 350.2 (1)
Color, APHA <10, PCU CFS 11/08/2019 12:45 110.2
Hardness, Total 182. mg/L DRH 11/14/2019  10:00 200.7
Calcium 63.8 mg/L DRH 11/14/2019  10:.00 200.7 (1)
Magnesium 5.48 mg/L DRH 1114/2019  10:00 200.7 (1)
Potassium 1.82 mg/lL DRH 11/25/2019  12:.00 200.7 (1)

This Certificate is Continued On Next Page.

_ METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examinalion of Water and Waste Water, 18™ 197, 20" and 22™ Edition, 2012

Test Methods for Evaluating Solid Wastes Physical Chemical Method Sw-846, 39 Edition, Updated IV December 1996
1987 ASTM Annual Standards

Code of Federal Reguiations, Tile 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 47 Edition, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35084 Fax (205) 699-3882
Page 8 of 9
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time; 17:12
Leeds, AL 35094
Altention: Mr. Brad Watson
Control No:  1911-00120  Sample # 008 Sample Date: 11/07/2019
Sampler : DB Sample Time: 16:59
Sample ID: DC-88-3
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.90 Su DB 11/07/2019  16:59 150.1 (1)
Turbidity, Nephelometric 15.46 NTU bB 1107/2019  16:59 180.1
Conductance, Sp. (field) 306. umhos DB 11/07/2019  16:59 120.1 (1)
Color, APHA 15. PCU CFS 11/08/2019  12:45 110.2
Nitrogen, Ammonia <0.1 meg/L TLB 11/08/2019  18:31 350.2 N
Calcium 48.9 mafl DRH 11/14/2019  10:00 200.7 (N
Magnesium 4.44 mall DRH 11/14/2019  10:00 200.7 (1)
Potassium 7.45 mg/L DRH 11/25/2019  12:.00 200.7 (1)
Hardness, Total 140, mg/L DRH 11/14/2019  10:00 200.7

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysts of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20™, and 22™ Edition, 2012
Test Methods for Evaliating Solid Wastes Physical Chemical Method SW-846, 3™ Edition, Updated IV December 1996
1987 ASTM Annual Standards
Code of Federal Reguiations, Tile 40, Part 136, Appendix A, Ravised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EPA-600/4-88/039, Revised July 1991, August 1995

NIOSH Manual of Anaytical Methods, 4™ Edition, May 1996
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1108 Ashville Road

GUARDIAN SYSTEMS, INC.

Telephone (205) 699-6647

P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 9 of 9
City of Leeds Report Date:  11/26/2019
City of Leeds Receive Date: 11/07/2019
1040 Park Drive Receive Time: 17:12
Leeds, AL 35094
Attention: Mr. Brad Watson
ControlNo:  1911-00120  Sample # 009 Sample Date: 11/07/2019
Sampler : DB Sample Time: 0:00
Sample ID:  DC-8S-4
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF

No Flow, No Sample

Approved By(j%S\W:&A '—%Q\gk}“—/ ‘\(\\@Q T

METHOD REFERENCES

1987 AST™ Annual Standards
Code of Federal Regufations, Title 40, Part 136, Appendix A, Revised July 1995

=~ PN

NIOSH Manual of Anaytical Methods, 4™ Edition, May 1996

0:00

Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1094
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20" and 22 Edition, 2012

Test Methods for Evaliating Solid Wastes Physical Chemical Method SW-846, 3 Edition, Updated IV December 1696

Methods for the Determiation of Organic Compounds in Drinking Water, EPA-600/4-88/039, Revised July 1991, August 1995
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