GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone ~ (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 1 of 9
City of Leeds Report Date:  04/30/2020
City of Leeds Recsive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2004-00340  Sample # 001 Sample Date: 04/22/2020
Sampler : DL Sample Time: 11:50
Sample 1D:  DC-33-3
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.15 suU DL 04/22/2020  11:50 1501 (1)
Turbidity, Nephelometric 16.10 NTU DL 04/22/2020 11:50 1801
Conductance, Sp. (field) 180. umhos DL 04/22/2020 11:50 120.1 &)
Nitrogen, Ammonia <0.1 mg/L JH 04/27/2020 14:16 350.2 (1)
Color, APHA <10. PCU ML 04/22/2020 16:35 110.2
Hardness, Total 67. mg/L DRH 04/27/2020 12:00 200.7
Calcium 21.1 mg/L DRH 04/27/2020 12:.00 200.7 (N
Magnesium 3.47 mg/L. DRH 04/27/2020 12:00 200.7 {1
Potassium 1.39 mg/L. DRH 04/27/2020 12:00 200.7 (1)

This Certificate is Continued On Next Page.

~ PR R

Standard Methods for the Examination of Water and Waste Water, 187, 19", 20" and 22™ Ediion, 2012

METHOD REFERENCES
Methods for Chemical Analysks of Water and Wasles. EPA-600/4-78-20, revised March 1983, August 1993 May 1994

Test Methods for Evaluating Solid Wastes Physical Chemicat Method SW-846, 3° Edition, Updated IV Decamber 1996

1987 ASTM Annual Standards

Code of Federal Regulations, Tile 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Diinking Water, EPA-600/4-88/039, Revised July 1991, August 1995

NIOSH Manual of Amavtical Methods, 4" Ediion, May 1998



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 180 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 2 of 9
City of Leeds Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35094
Attention; Mr. Brad Watson
Control No: 2004-00340  Sample # 002 Sample Date: 04/22/2020
Sampler ; DB Sample Time: 11:40
Sample ID: DC-SS-4
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.10 suU DL 04/22/2020 11:40 150.1 (1)
Turbidity, Nephelometric 16.00 NTU DL 04/22/2020  11:40 1801
Conductance, Sp. (field) 181, umhos DL 04/22/2020  11:40 1201 (1)
Nitrogen, Ammonia <0.1 mgfl JH 04/27/2020 14:16 350.2 (1
Color, APHA 10. PCU ML 04/222020 16:35 110.2
Hardness, Total 67. mg/l. DRH 04/27/2020 12:00 200.7
Calcium 21.2 mg/L DRH 04/27/2020 12:00 200.7 (1)
Magnesium 3.48 mgfL DRH 04/27/2020 12:00 200.7 1)
Potassium 1.40 mg/L DRH 04/27/2020 12:.00 200.7 (1)
This Certificate is Continued On Next Page.
METHOD REFERENCES

e R g

Methods for Chemical Amalysis of Water and Wastes. EPA-800/4-73-20, revised March 1983, August 1993 May 1994

Standard Methods for the Examination of Water and Waste Waler, 18" 19", 20" and 22™ Edition, 2012

Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996

1987 AST™ Annual Standards

Code of Federal Regulations, Tile 40, Part 138, Appendix A, Revised July 1995
Methods for the Determination of Crganic Compounds in Drinking Water, EPA-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4" Edition, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free {866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 3 of ©
City of Leeds Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2004-00340  Sample # 003 Sample Date: 04/22/2020
Sampler : DL Sample Time: 12:05
Sample ID: LC-MP-3
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST " DATE TIME METHOD REF
pH 7.30 SuU DL 04/22/2020 12:05 1501 (1
Turbidity, Nephelometric 7.05 NTU DL 04/22/2020 12:05 180.1
Conductance, Sp. (field) 311. umhos DL 04/22/2020 12:05 120.1 (1)
Nitrogen, Ammonia <0.1 mg/L JH 04/27/2020 14:16 350.2 (1)
Color, APHA 10. PCU ML 04/22/2020 16:35 110.2
Hardness, Total 153. mg/L DRH 04/27/2020 12:00 200.7
Calcium 528 mg/L. DRH 04/27/2020 12:00 200.7 N
Magnesium 5.09 mg/L DRH 04/27/2020  12:00 200.7 (n
Potassium 1.31 mg/L DRH 04/27/2020 12:00 200.7 (1)

This Certificate Is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1094
Standard Methods for the Examination of Water and Wasle Water, 18", 19", 20", and 22™ Edkion, 2012
Test Metlhods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3° Edition, Updated IV December 1696
1987 ASTM Annual Standards
Code of Federal Regulations, Tile 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4% Edition, May 1896
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.0. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 4 of 9
City of Leeds ‘ Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No: 2004-00340  Sample # 004 Sample Dale: 04/22/2020
Sampler : DL Sample Time: 12:12
Sample ID:  LC-MP-2
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.36 SU DL 04/22/2020 12:12 150.1 1
Turbidity, Nephelometric 10.00 NTU DL 04/22/2020 12112 180.1
Conductance, Sp. {field) 310. umhos DL 04/22/2020 1212 120.1 (M
Nitrogen, Ammonia <0.1 mgiL JH 04/27/2020 14:16 350.2 (1)
Color, APHA <10. PCU ML 04/22/2020 16:35 110.2
Hardness, Total 146. mg/L DRH 04/27/2020 12:00 200.7
Calcium 50.3 mg/L DRH 04/27/2020 12:00 200.7 (1)
Magnesium 4.85 mg/L DRH 04/27/2020 12:00 200.7 {1

Potassium 1.29 mgilL DRH 04/27/2020  12:00 200.7 (1)

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18" 197, 20" and 22™ Ediion, 2012
Test Methods for Evaluating Sclid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 ASTM Annual Standards ’
Code of Federal Regulations, Tile 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-8&/039, Revised July 1991, August 1995

NIOSH Manual of Anaytical Methods, 4" Edition, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 5 of 9
City of Leeds Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leads, AL 35094
Attention: Mr. Brad Watson
Control No:  2004-00340  Sample # 005 Sample Date: 04/22/2020
Sampler : DL Sample Time: 12:20
Sample ID:  LC-MP-1
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.40 SU DL 04/22/2020 12:20 150.1 mn
Turbidity, Nephelometric 6.78 NTU DL 04/22/2020 12:20 180.1
Conductance, Sp. (field) 303. umhos DL 04/22/2020 12:20 120.1 4]
Nitrogen, Ammonia 0.19 mgfL JH 04/27/2020 14:16 350.2 {1)
Color, APHA <10, PCU ML 04/22/2020 16:35 110.2
Hardness, Total 144, mgfL DRH 04/27/2020 12:00 200.7
Calcium 50.0 mgfL DRH 04/27/2020  12:00 200.7 (1)
Magnesium 472 mgfL DRH 04/27/2020 12:00 200.7 (1)
Potassium 1.23 mg/L DRH 04/27/2020  12:00 200.7 (1)

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes, EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 197, 20", and 22™ Edition, 2012
Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3 Edition, Updated 1V December 4996
1987 ASTM Annual Standards
Code of Federal Regulations, Tkle 40, Part 138, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Diinking Waler, EP A-600/4-88/039, Revised July 1991, August 1995

NIOSH Manual of Anaytical Methods, 4" Edition, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (8686) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 6 of 9
City of Leeds , Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 156:25
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2004-00340  Sample # 006 Sample Date: 04/22/2020
Sampier : DL Sample Time: 12:32
Sample ID:  LC-55-6 '
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.38 suU DL 04/22/2020 12:32 150.1 (1)
Turbidity, Nephelometric 9.57 NTU DL 04/22/2020 12:32 180.1
Conductance, Sp. (field) 288. umhos DL 04/22/2020 12:32 1201 (1)
Nitrogen, Ammonia 0.14 mgf JH 04/27/2020  14:16 350.2 (1)
Color, APHA 13. PCU ML 04/22/2020 16:35 110.2
Hardness, Total 135. mg/L DRH 04/27/2020  12:00 200.7
Calcium 46.7 _ mgfl DRH 04/27/2020 12:00 200.7 (1)
Magnesium 4.35 mg/L DRH 0412772020  12:00 200.7 (1)
Potassium 1.12 mg/L DRH 04/27/2020 12:00 200.7 (1)

This Certificate is Continued On Next Page.

METHOD REFERENCES

Methods for Chemical Analysis of Water and Wastes. EPA-800/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 18", 20" and 22™ Ediion, 2012

Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-848, 3™ Edition, Updated IV December 1986

1987 ASTM Annual Standards

Code of Federal Regulations, Tkle 40, Part 136, Appendix A, Revised July 1995

Methods for the Determination of Organic Compounds in Drinking Water, EPA-600/4-88/038, Revised Juy 1921, August 1895

NIOSH Manual of Anaytical Methods, 4® Edtion, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road . Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 7 of 9
City of Leeds Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35004
Attention: Mr. Brad Watson
ControlNo:  2004-00340  Sample # 007 Sample Date: 04/22/2020
Sampler : DB Sample Time: 12:39
Sample ID:  LC-SS8-7
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.46 SuU DL 04/22/2020  12:39 15041 (1
Turbldity, Nephelometric 9.12 NTU DL 04/22/2020 12:39 18041
Conductance, Sp. (field) 277. umhos DL 04/22/2020 12:39 1201 (1)
Nitrogen, Ammonia 0.20 mg/L JH 04/27/2020 14116 350.2 (1)
Cofor, APHA 13. PCU ML 04/22/2020 16:35 110.2
Hardness, Total 135. mg/L DRH 04/27/2020 12:00 200.7
Calcium 47.0 mg/L. DRH 04/27/2020 12:00 200.7 (1)
Magnesium 4.27 mg/L DRH 04/27/2020  12:00 200.7 (1)
Potassium 1.18 mg/L. DRH 04/27/2020 12:00 200.7 (1)
This Certificate is Continued On Next Page.
METHOD REFERENCES

~ SN

Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994

Standard Methods for the Examination of Water and Waste Water, 18" 19", 20" and 22 Edition, 2012

Test Mathods for Evaluating Sotid Wastes Physizal Chemical Method SW-848, 3" Edition, Updated IV December 1996

1987 ASTM Annual Standands

Code of Federal Reguiations, Tile 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Diinking Water, EPA-600/4-82/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4™ Edition, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Toll Free (866) 729-7211
Leeds, Alabama 35094 Fax (205) 699-3882
Page 8 of 9
City of Leeds Report Date:  04/30/2020
City of Leeds Receive Date: 04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2004-00340  Sample # 008 Sample Date: 04/22/2020
Sampler : DL Sample Time: 12:50
Sample ID;  LC-55-9
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.50 Su DL 04/22/2020 12:50 150.1 (n
Turbidity, Nephelomelric 10.60 NTU DL 04/22/2020  12:50 180.1
Conductance, Sp. (field) 260. umhos DL 04/22/2020 12:50 1201 (1)
Color, APHA 19. PCU ML 04/22/2020 16:35 110.2
Nitrogen, Ammonia <0.1 mg/l JH 04/27/2020 1416 350.2 (1)
Calcium 43.8 mg/L DRH 04/27/2020 12:00 200.7 {1)
Magnesium 4.21 mg/L DRH 04/27/2020 12:00 200.7 {1}
Potassium 1.31 mg/L DRH 04/27/2020 12:00 200.7 . )]
Hardness, Total 127. mg/L DRH 04/27/2020  12:00 200.7

This Certificate is Continued On Next Page.

e B S S o

Standard Methods for the Examination of Water and Waste Water, 18" 18", 20" and 22™ Ediion, 2012

METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-800/4-73-20, revised March 1983, August 1993 May 1994

Test Methods for Evaluating Sofid Wastes Physical Chemical Method SW-846, 3 Edition, Updated IV December 1996

1987 ASTM Annwal Standards

Coda of Federal Regulations, Title 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Arayiical Methods, 4" Edtion, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone (206} 699-6647
P.0O. Box 190 Toll Free (866) 729-7211
Leads, Alabama 35094 Fax (205) 699-3882
Page 9 of 9
City of Leeds Report Date:  04/30/2020
City of Leeds Receive Date:  04/22/2020
1040 Park Drive Receive Time: 15:25
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2004-00340  Sample # 009 Sample Date:  04/22/2020
Sampler : DL Sample Time: 13:00
Sample ID;: LC-8S-10
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.53 suU DL 04/22/2020 13:.00 150.1 (1)
Turbidity, Nephelometric 10.22 NTU DL 04/22/2020 13:.00 1801
Conductance, Sp. (field) 252 umhos DL 04/22/2020 13:00 1201 {f)
Color, APHA 13. PCU ML 04/22/2020 16:35 110.2
Nitrogen, Ammonia 0.22 mg/L JH 04/27/2020 14:16 350.2 {(H
Calcium 45.2 mg/L DRH 04/27/2020  12:00 200.7 (1)
Magnesium 4.32 mg/L DRH 04/27/2020 12:00 200.7 (N
Potassium 1.18 mg/L. DRH 04/27/2020°  12:00 200.7 &}
Hardness, Total 131. mg/L DRH 04/27/2020 12:00 200.7
\
Approved Bﬁ%\“ 9. Asoe NWoo
L / -'—-)
METHOD REFERENCES

=1 & Ahwp

Methods for Chemical Analysk of Water and Wastes. EPA-800/4-78-20, revised March 1983, August 1993 May 1994

Standard Methods for the Examination of Water and Waste Water, 18" 18", 20" and 22™ Edtion, 2012

Test Methods for Evalating Solid Wastes Physial Chemical Methed SW-846, 37 Edition, Updated IV December 1996

1987 AST™ Annudl Standards

Code of Federal Raguiations, Tkle 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Diinking Water, EPA-600/4-8&039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Metheds, 4™ Edition, May 1996
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