GUARDIAN SYSTEMS, INC.
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This Certificate is Continued On Next Page.

DRH

- 08/06/2021

METHOD REFERENCES

2 12:00

Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methads for the Examination of Water and Waste Water, 18", 19", 20" and 22™ Edition, 2012

Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 AST™ Annual Standands
Code of Federal Regdations, Tile 40, Part 136, Appendix A, Revised July 1895
Methods for the Determination of Crganic Compounds in Drinking Water, EPA-600/4-88/039, Revised July 1931, August 1995

NIOSH Manual of Anaytical Methods, 4" Edion, May 1996

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 180 Fax (205) 699-3882
Leeds, Alabama 35094
Page 1 0f 9
City of Leeds Report Date:  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive Receive Time: 14:45
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2108-00100  Sample # 001 Sample Date:  08/04/2021
Sampler : PH Sample Time: 12:50
Sample ID:  DC-S8S-3
L.aboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.44 SuU PH 08/04/2021  12:50 4500-H
Turbidity, Nephelometric 3.58 NTU PH 08/04/2021 12:50 1801
Specific Conductance (FLD) 589 umhos PH 08/04/2021  12:50 1201 (1)
Color, APHA <10. PCU -CFS  --08/04/2021 17:10 SM2120B
Nitrogen, Ammonia 0.2 mg/l. CAC  08/09/2021 "13:54 350.2 (1)
Hardness, Total 129. mg/L ~DRH -_‘0810612021 12:00 200.7
Calcium 41.7 mgfL < :DRH  .08/06/2021. 12:00 200.7 &)
Magnesium . 5.97 mg/L ~DRH +-08/06/2021 12:00 200.7 (1)
Potassium 1.08 mga/L 200.7 (N
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Page 2 of 9

City of Leeds Report Date:  08/16/2021

City of Leeds Receive Date: 08/04/2021

1040 Park Drive Receive Time: 14:45

Leeds, AL 35094

Attention: Mr. Brad Watson

Control No:  2108-00100  Sample # 002 Sample Date: 08/04/2021

Sampler : PH Sample Time: 12:55

Sample ID: DC-SS-4

Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.51 suU PH 08/04/2021  12:55 4500-H
Turbidity, Nephelometric 412 NTU PH 08/04/2021 12:656 180.1
Specific Conductance (FLD}) 592 umhos PH 08/04/2021 12:55 1201 {1)
Nitrogen, Ammonia 0.2 mg/L. CAC  08/09/2021 13:.54 350.2 (1)
Hardness, Total : 128, mgil - DRH 08/06/2021 - 12:00 200.7
Calcium 41.8 mg/L DRH ‘08/06/2021  12:00 200.7 )]
Magnesium B 5.93 mgfL - ~DRH - 08/06/2021  12:00 200.7 N
Potassium o 1.28 mg/t ‘DRH " 08/06/2021 - 12:.00 200.7 (1)
Color, APHA N S8, PCU CFS  .08/04/2021 217110 SM2120B
This Certificate is Continued On Next Page.
METHOD REFERENCES

1987 ASTM Annual Standards

~] L@ N

Code of Federal Regulations, Tkle 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EPA-600/4-88/039, Revised Juy 1991, August 1985

NIOSH Manual of Anaytical Methods, 4" Edition, May 1996

Methods for Chemical Analysk of Water and Wastes, EPA-600/4-78-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18" 18", 20", and 22™ Ediien, 2012
Test Methods for Evaluating Sdlid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1986



GUARDIAN SYSTEMS, INC.

1108 Ashville Road

Telephone (205) 699-6647

P.O. Box 190 Fax (205) 699-3882
Leeds, Alabama 35094
Page 3 of 9
City of Leeds Report Date:  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive Receive Time: 14:45
leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2108-00100  Sample # 003 Sample Date: 08/04/2021
Sampler : PH Sample Time: 12:40
Sample 1D:  LC-MP-3
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.66 SuU FH 08/04/2021 12:40 150.1
Turbidity, Nephelometric 2.92 NTU PH 08/04/2021 12:40 180.1
Conductance, Sp. (field) 812 umhos PH 08/04/2021  12:40 1201 {1
Nitrogen, Ammonia 0.2 mg/L CAC  -08/09/2021 13:54 350.2 (N
Color, APHA 12. PCU CFS ..08/04/2021 17:10 110.2
Hardness, Total - 189. mg/L DRH  08/06/2021 12:00 200.7
Calcium 65.8 mg/L ‘DRH  08/06/2021 12:00 200.7 (1)
Magnesium 6.02 mg/L DRH  08/06/2021  12:00 200.7 )
Potassium <1.0 ma/L DRH  "08/06/2021 - 12:00 200.7 (1)
This Cettificate is Continued On Next Page.
METHOD REFERENCES

=] AN

Methods for Chemical Anaiysk of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water ard Waste Water, 18" 19", 20", and 22™ Edition, 2012
Test Methods for Evalating Solid Wastes Physical Chemical Method SW-846, 3* Edition, Updated IV December 1996

1987 ASTM Annual Standards

Code of Federal Regulations, Tkle 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Dinking Water, EPA-600/4-88/039, Revised July 1991, August 1995

NIOSH Manual of Anaytical Methods, 4" Edion, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 190 Fax (205) 699-3882
Leeds, Alabama 35094

Page 4 of 9
Cily of Leeds Report Date;  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive Receive Time: 14:45
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No:  2108-00100  Sample # 004 Sample Date:  08/04/2021
Sampler : PH Sample Time: 12:30
Sample ID:  LC-MP-2
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.54 Su PH 08/04/2021 12:30 150.1
Turbidity, Nephelometric 3.22 NTU PH 08/04/2021 12:30 180.1
Conductance, Sp. (field) 837 umhos PH 08/04/2021  12:30 120.1 (1)
Nitrogen, Ammonia 0.2 mgiL CAC 08/09/2021  13:54 350.2 (N
Color, APHA 18. PCU CFS 08/04/2021  17:10 110.2
Hardness, Total ‘ 198. mgfL DRH 08/06/2021  12:00 200.7
Calcium 683 mgl . DRH  08/06/2021 12:00 200.7 (1)
Magnesium 6.74 mgiL - .DRH  '08/06/2021 . 12:00 200.7 (0
Potassium

<1.0 -mgiL DRH  08/06/2021 + 12:00 200.7 (1)

This Certificate is Continued On Next Page.
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METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20", and 22™ Edibn, 2012
Test Methods for Evalnating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 ASTM Annual Standards
Code of Federal Regulations, Tkle 40, Part 136, Appendix A, Revised July 1985
Methods for the Determination of Orgaric Compounds in Drinking Water, EPA-600/4-88/039, Revised July 1991, August 1995

NIOSH Manual of Anaytical Methods, 4 Ediion, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.O. Box 180 Fax (203) 699-3882
Leeds, Alabama 35094
Page 65 of 9
Cily of Leeds Report Date:  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive Receive Time: 14:45
Leeds, AL 35094
Aftention: Mr. Brad Watson
ControlNo:  2108-00100  Sample # 005 Sample Date: 08/04/2021
Sampler ; PH Sample Time: 12:20
Sample ID:  LC-MP-1
L aboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.50 SuU PH 08/04/2021 12:20 1501
Turbidity, Nephelometric 3.21 NTU PH 08/04/2021  12:20 180.1
Conductance, Sp. {field) 816 umhos PH 08/04/2021  12:20 120.1 (1)
Nitrogen, Ammonia 0.3 mgfL CAC 08/09/2021  13:54 350.2 (1)
Color, APHA 15. PCU- CFS 08/04/2021  17:10 110.2
Hardness, Total 187. mg/L DRH 08/06/2021  12:00 200.7
Calcium 64.8 mgfL -DRH 08/06/2021  12:00 200.7 (1)
Magnesium 6.21 mg/L DRH 08/06/2021 12:00 200.7 {1)
Potassium <1.0 mg/l DRH  ."08/06/2021 . 12:00 200.7 )
This Certificate is Continued On Next Page.
METHOD REFERENCES

~1 &6 AN

Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 18", 20", and 22™ Ediion, 2012

Test Methods for Evaluating Solid Wastes Physkal Chemical Method SW-846, 3° Edition, Updated |V December 1996
1987 ASTM Annual Standands
Code of Federal Regulations, Title 40, Part 136, Appendix A, Revised July 1995
NMethods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/033, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4" Edition, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205)699-6647
P.O. Box 190 Fax (205) 699-3882
Leeds, Alabama 35094

Page 6 of 9
City of Leeds Report Date:  08/16/2021
City of Leeds Receive Date:  08/04/2021
1040 Park Drive Receive Time: 14:45
Leeds, AL 35094
Attention: Mr. Brad Watson
ControlNo: 2108-00100  Sample # 006 Sample Date: 08/04/2021
Sampler : PH Sample Time: 13;24
Sample ID: LC-55-6
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.39 suU PH 08/04/2021  13:24 150.1
Turbidity, Nephelometric 1.94 NTU PH 08/04/2021 13:24 180.1
Conductance, Sp. {field) 806 - umhos PH 08/04/2021 13:24 12041 (1)
Nitrogen, Ammonia 0.2 - mglL - CAC 08/09/2021 13:54 350.2 (1)
Calor, APHA <10. ~ PCU CFS 08/04/2021 1710 110.2
Hardness, Total 181. mg/L ~DRH  08/06/2021 12:00 200.7
Calcium 62.8 mg/L .- DRH 08/06/2021  12:00 200.7 (1)
Magnesium . 578 mg/L DRH  08/06/2021  12:00 200.7 (1)
Potassium BReE <1.0 mg/L DRH  08/06/2021 ~: 12:00 200.7 {n

This Certificate is Continued On Next Page.

METHOD REFERENCES
Methods for Chemical Analysk of Water and Wastes. £ PA-800/4-79-20, revised March 1983, August 1993 May 19%4
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20", and 22™ Ediion, 2012
Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated IV December 1996
1987 AST™ Annual Standands
Code of Federal Regulations, Title 40, Part 138, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EPA-600/4-88/039, Revised Juy 1991, August 1995

NICSH Manual of Anaytical Methods, 4% Edition, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone  (205) 699-6647
P.0. Box 190 Fax (205) 699-3882
Leeds, Alabama 35094

Page 7 of 9
City of Leeds Report Date:  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive Receive Time: 14:45
Lesds, AL 35094
Attention: Mr. Brad Watson
Control No:  2108-00100  Sample # 007 . Sample Date: 08/04/2021
Sampler : PH Sample Time: 13:14
Sample ID:  LC-88-7
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.75 suU PH 08/04/2021 13114 150.1
Turbidity, Nephelometric 3.55 NTU PH 08/04/2021  13:14 180.1
Conductance, Sp. (field) 827 umhos PH 08/04/2021  13:14 12041 (1)
Nitrogen, Ammonia 0.2 mg/L CAC 08/09/2021  13:54 350.2 (1)
Cotor, APHA <10. PCU - CFS 08/04/2021 17:10 1102
Hardness, Total ' 175. mgfL DRH 08/06/2021 12:00 200.7
Calcium 60.9 mg/L DRH _08!06!2021 12:00 200.7 (1)
Magnesium - 5.48 mg/L DRH 08/06/2021  12:00 200.7 (1)
Potassium o <10 mgfl. DRH  08/06/2021 " 12:00 200.7 (1)
This Certificate is Continued On Next Page.
METHOD REFERENCES

Methods for Chemical Analyss of Water and Wastes. EPA-800/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 19", 20" and 22™ Edtion, 2012

Test Methods for Evaliating Solid Wastes Physkal Chemical Method SW-848, 3™ Edition, Updated IV December 1996

1887 AST™ Annual Standards

Code of Federal Regulations, Tkie 40, Part 136, Appendix A, Revised July 1935

Methods for the Determiation of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4" Ediion, May 1996
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GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone (205) 699-6647
P.O. Box 190 Fax (205) 699-3882
L.eeds, Alabama 35094
Page 8 of 9
City of Leeds Report Date:  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive Receive Time: 14:45
Leeds, AL 35094
Attention: Mr. Brad Watson
Control No: 2108-00100  Sample # 008 Sample Date: 08/04/2021
Sampler : PH Sample Time: 13:48
Sample ID: LC-85-9
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.71 sU PH 08/04/2021  13:48 150.1
Turbidity, Nephelometric 3.48 NTU PH 08/04/2021 13:48 1801
Conductance, Sp. (field) 775 umhos PH 08/04/2021 13148 1201 n
Cotlor, APHA <10. PCU CFS 08/04/2021  17:10 110.2
Nitrogen, Ammonia 0.2 mg/L CAC 08/09/2021 - 13:54 350.2 (1)
Calcium 61.4 mg/L DRH 08/06/2021 12:00 200.7 M
Magnesium 5.59 mg/L DRH 08/06/202%  12:00 200.7 (1)
Potassium 1147 mg/L DRH .08/06/2021 12:00 200.7 {1)
Hardness, Total 176. mgfL - 12:00 200.7

This Certificate is Continued On Next Page.

=~ OO RLON

DRH

108/06/2021

METHOD REFERENCES

Methods for Chemical Analysk of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18", 18", 20", and 22™ Edition, 2012

Test Methods for Evaluating Solid Wastes Physical Chemical Method SW-846, 3° Edition, Updated 1V December 1996
1987 ASTM Annual Standards
Code of Federal Regulations, Tkle 40, Part 135, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manuai of Anaytical Methods, 4™ Edition, May 1996



GUARDIAN SYSTEMS, INC.

1108 Ashville Road Telephone (205) 699-6647
P.O. Box 190 Fax {205) 699-3882
Leeds, Alabama 35094

Page 9 of 9
City of Leeds Report Date:  08/16/2021
City of Leeds Receive Date: 08/04/2021
1040 Park Drive ' Receive Time; 14:45
Leeds, AL 350084
Altention: Mr. Brad Watson
ControlNo:  2108-00100  Sample # 009 Sample Date: 08/04/2021
Sampler : PH Sample Time: 13:52
Sample ID;  LC-S8S-10
Laboratory Certificate
PARAMETER RESULTS UNITS ANALYST DATE TIME METHOD REF
pH 7.65 suU PH 08/04/2021  13:52 150.1
Turbidity, Nephelometric 3.21 NTU PH 08/04/2021  13:52 180.1
Conductance, Sp. (field) 761 umhos PH 08/04/2021  13:52 1201 (1)
Color, APHA <10. PCU CFS 08/04/2021 1710 110.2
Nitrogen, Ammonia : 0.2 mg/L CAC  08/09/2021 ~ 13:54 350.2 (1)
Calcium 61.6 mgfL DRH 08/06/2021  12:00 200.7 (1)
Magnesium 5.55 mo/t . DRH . 08/06/2021 12:00 200.7 (1)
Potassium <1.0 mg/L DRH  08/06/2021 12:00 200.7 (1)

Hardness, Total AT mg/L DRH  08/06/2021 - 12:00 200.7

Approved By: g& 5; ECE!f" fmz){) m@ QO

0‘\/ METHOD REFERENCES
Methods for Chemical Analysis of Water and Wastes. EPA-600/4-79-20, revised March 1983, August 1993 May 1994
Standard Methods for the Examination of Water and Waste Water, 18" 19", 20" and 22™ Edition, 2012
Test Melhods for Evaliating Solid Wastes Physical Chemical Method SW-846, 3" Edition, Updated 1V December 1996
1087 ASTM Annual Standamds
Code of Federal Regulations, Tile 40, Part 136, Appendix A, Revised July 1995
Methods for the Determination of Organic Compounds in Drinking Water, EP A-600/4-88/039, Revised Juy 1991, August 1995

NIOSH Manual of Anaytical Methods, 4° Edition, May 1996
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